


 

I  Project  Summary 
The subject property is known as Block 6, Lot 72 located at 138 Washington Road, West Windsor, 
Mercer County, New Jersey. The property is approximately 1.85 acres and with site improvements 
consisting of a large office building including paved parking and driveway. The property is owned and 
occupied by Verizon. 
 
Verizon proposes to install an emergency generator onsite. The generator will be installed in the rear 
section of the property; in an open space area between the paved parking and wooded area abutting 
the adjoining residential lot. The proposed generator pad including underground duct banks and hand 
holes has been designed to preserve existing/mature trees. 
 
On-site soil is identified as Galestown loamy sand, 0 to 5% slopes (GadB) and Birdsboro gravelly 
solum variant soils, 0 to 6% slopes (BHSGB) per Mercer County Soils Map. This soil belongs to 
hydrologic soil group (HSG) A.  
 
II  Stormwater Summary 
Under existing conditions, the front section of the site drains into Washington Road drainage system 
and rear section drains towards the adjoining property, Lot 28.01, Block 6. Site runoff from the rear is 
conveyed by a grass swale and drains into the adjoining lot. 
 
The proposed generator installation will result in an increase of 1,863 SF of new impervious surfaces; 
including a concrete pad, raised curb and perimeter stone between concrete pad and curb. 
 
To minimize stormwater impact to the adjoining property, the proposed site improvements will include 
the installation of a drywell system. The drywell has been designed per consultation with the Township 
Engineer as follows: 
 

1. 24-hr runoff depth: 2-yr storm, 3.31” along with the routings for the 10 and 100-year storm. 
2. Drywell: Provide minimum storage to capture the 2-yr runoff volume from new impervious 

surfaces. 
Proposed New Impervious: 1,925 SF 
24-hr Storm Design Depth: 3.31”  
Runoff Volume:  531 CF 
Proposed Drywell Effective Volume: 549 CF > 531 CF 
                                                          (below Primary & Secondary Outlets) 
                                   Total Volume: 632 CF (HydroCAD Routed Storage Volume)  

   
To intercept surface runoff, the proposal includes the construction of a lawn inlet along the existing 
grass swale to convey runoff into the drywell system. The proposed drywell outlet consists of an 8” 
pipe (primary) that will daylight into the existing swale and a 3” pipe (secondary) that will tie-in to 
existing 8” roof drain that is connected to the Washington Road drainage system.  
 
Stormwater routings for 2-, 10- and 100-yr storm events were performed to verify the post 
development impact on Lot 28.01 and, also to the existing Washington Road drainage system. For 
the drywell design, a design permeability rate of 1 inch/hr was used per recommendation by the 
Township Engineer. The subgrade at approximately 7’ to 8.5’ deep that was reported in the MTA soil 
logs as yellow-brown clayey silt, some fine to medium sand will be replaced with clean/medium 
aggregate concrete sand. Exfiltration was included in drywell routing for the design storms. 
 
To determine impact to the Washington Road drainage system, the combined drywell outflow and 
onsite runoff taken at the common lot line on Lot 28 and secondary outflow from the same drywell 
were included in the model. The results show that the proposed peak flow rates for the 2-, 10- and 
100-yr quantity storm events are less than existing peak flow rates. 
 
 



                                                                   

 
Summary: Existing and Proposed Peak Flow Rates 

Storm 
Event             

Existing (CFS)           
Lot 28.01 

Proposed(CFS)         
Lot 28.01 

Bypass (CFS) to  
Washington Rd  

Exfiltration 
(CFS) 

Comb HYD  (CFS) 
Washington Rd 

2-yr 0.67 
DA2Byp = 0 

DWOutflow = 0.39 
 COMHYD =0.39 

0.32 0.01 0.62 

10-yr 1.03 
DA2Byp = 0.02 

DWOutflow = 0.79 
 COMHYD =0.79 

0.33 0.01 0.98 

100-yr 2.24 
DA2Byp = 0.46 

DWOutflow = 1.72 
 COMHYD =1.98 

0.34 0.01 2.21 

Notes: Prop. drywell 3” PVC secondary outlet pipe connects to the existing 8” roof drain tributary to the Washington 
Road drainage system. Abbreviations: DW – Drywell; BYP – Bypass; COM – Combined; HYD - Hydrographs 

 
The runoff parameters were computed using the methodologies outlined in the Natural Resource 
Conservation Service’s Technical Release No. 55. Time of concentration was computed using the  
McCuen-Spiess limitation of flow length as outlined in NEC Handbook, Chapter 15, May 2010. The 
HydroCAD modeling software was used to compute the existing and developed runoff hydrographs 
utilizing local NOAA Atlas 14, Volume 2, Version3, 24-hr rainfall depths, Storm Curve ‘C’. All input 
and the HydroCAD output data are attached. 
 
Pipe calculations for the existing 8” roof drain including the 3” outlet pipe (secondary/bypass) 
connection from the proposed drywell was performed to verify conveyance capacities for the 10- and 
100-yr storm events. The pipe calculations also include existing roof tributaries, see drainage map 
DA-2 for reference. Due to limited pipe information, the following data were used in the calculations: 

 
Pipe material: PVC, n=0.010 
Pipe slope: 1.0%   

 
The last two (2) downstream pipe segments, connection to existing storm MH at Washington Road, 
will be under surcharge conditions for both the 10- and 100-yr storm events. However, the HGL is 
lower than the clean-out cover elevations. The Hydraflow software was used for pipe calculations, 
see attached output data. 
 
The onsite soil belongs to HSG A, consisting of sandy underlying subsoils that are highly permeable. 
 
 
III  Engineer’s Statement 
The installation of a generator pad will result in a slight increase in surface runoff onsite. The proposed 
drywell system has been designed to capture and infiltrate the increase in runoff volume. As such, 
surface runoff from the rear of the property will remain at pre-construction conditions.  
 
Attachments: 
Mercer County Soil Map 
HydroCAD Output Data – Existing and Proposed Conditions including Drainage Maps 
Hydraflow Output Data – Pipe Conveyance Calculations 
Drywell Drain Time Calculation 
Reduced Site Plan & Drywell Details 
Soil Logs by Melick-Tully & Associates 
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The soil surveys that comprise your AOI were mapped at 
1:24,000.

Warning: Soil Map may not be valid at this scale.

Enlargement of maps beyond the scale of mapping can cause 
misunderstanding of the detail of mapping and accuracy of soil 
line placement. The maps do not show the small areas of 
contrasting soils that could have been shown at a more detailed 
scale.

Please rely on the bar scale on each map sheet for map 
measurements.

Source of Map: Natural Resources Conservation Service
Web Soil Survey URL: 
Coordinate System: Web Mercator (EPSG:3857)

Maps from the Web Soil Survey are based on the Web Mercator 
projection, which preserves direction and shape but distorts 
distance and area. A projection that preserves area, such as the 
Albers equal-area conic projection, should be used if more 
accurate calculations of distance or area are required.

This product is generated from the USDA-NRCS certified data as 
of the version date(s) listed below.

Soil Survey Area: Mercer County, New Jersey
Survey Area Data: Version 17, Aug 31, 2021

Soil map units are labeled (as space allows) for map scales 
1:50,000 or larger.

Date(s) aerial images were photographed: Sep 6, 2020—Sep 
21, 2020

The orthophoto or other base map on which the soil lines were 
compiled and digitized probably differs from the background 
imagery displayed on these maps. As a result, some minor 
shifting of map unit boundaries may be evident.
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Map Unit Legend

Map Unit Symbol Map Unit Name Acres in AOI Percent of AOI

BHSGB Birdsboro gravelly solum 
variant soils, 0 to 6 percent 
slopes

0.3 17.9%

GadB Galestown loamy sand, 0 to 5 
percent slopes

1.5 82.1%

Totals for Area of Interest 1.9 100.0%

Soil Map—Mercer County, New Jersey Verizon Penns Neck Central Office, 
138 Washington Rd, West Windsor, 

NJ

Natural Resources
Conservation Service

Web Soil Survey
National Cooperative Soil Survey
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3/8/22, 8:58 AM Precipitation Frequency Data Server

https://hdsc.nws.noaa.gov/hdsc/pfds/pfds_printpage.html?lat=40.3201&lon=-74.6235&data=depth&units=english&series=pds 1/4

NOAA Atlas 14, Volume 2, Version 3 
Location name: Princeton Junction, New Jersey,

USA* 
Latitude: 40.3201°, Longitude: -74.6235° 

Elevation: 66.02 ft**
* source: ESRI Maps 

** source: USGS

POINT PRECIPITATION FREQUENCY ESTIMATES

G.M. Bonnin, D. Martin, B. Lin, T. Parzybok, M.Yekta, and D. Riley

NOAA, National Weather Service, Silver Spring, Maryland

PF_tabular | PF_graphical | Maps_&_aerials

PF tabular
PDS-based point precipitation frequency estimates with 90% confidence intervals (in inches)1

Duration
Average recurrence interval (years)

1 2 5 10 25 50 100 200 500 1000

5-min 0.338
(0.305‑0.374)

0.403
(0.365‑0.447)

0.478
(0.432‑0.530)

0.534
(0.482‑0.591)

0.602
(0.540‑0.666)

0.652
(0.582‑0.721)

0.702
(0.623‑0.777)

0.748
(0.660‑0.830)

0.805
(0.704‑0.898)

0.849
(0.737‑0.951)

10-min 0.539
(0.487‑0.598)

0.644
(0.583‑0.714)

0.766
(0.692‑0.848)

0.854
(0.770‑0.945)

0.960
(0.861‑1.06)

1.04
(0.927‑1.15)

1.12
(0.990‑1.23)

1.19
(1.05‑1.32)

1.27
(1.11‑1.42)

1.34
(1.16‑1.50)

15-min 0.674
(0.609‑0.747)

0.810
(0.733‑0.898)

0.969
(0.875‑1.07)

1.08
(0.974‑1.20)

1.22
(1.09‑1.35)

1.32
(1.17‑1.45)

1.41
(1.25‑1.56)

1.50
(1.32‑1.66)

1.60
(1.40‑1.79)

1.68
(1.46‑1.88)

30-min 0.924
(0.835‑1.02)

1.12
(1.01‑1.24)

1.38
(1.24‑1.53)

1.57
(1.41‑1.73)

1.80
(1.62‑1.99)

1.98
(1.77‑2.19)

2.16
(1.92‑2.39)

2.33
(2.06‑2.58)

2.55
(2.23‑2.85)

2.72
(2.36‑3.05)

60-min 1.15
(1.04‑1.28)

1.40
(1.27‑1.56)

1.77
(1.59‑1.96)

2.04
(1.84‑2.26)

2.40
(2.15‑2.65)

2.68
(2.40‑2.97)

2.97
(2.64‑3.29)

3.27
(2.88‑3.62)

3.66
(3.20‑4.08)

3.97
(3.44‑4.45)

2-hr 1.40
(1.27‑1.56)

1.71
(1.54‑1.90)

2.17
(1.96‑2.40)

2.52
(2.27‑2.79)

3.01
(2.69‑3.32)

3.41
(3.03‑3.76)

3.81
(3.37‑4.22)

4.23
(3.71‑4.69)

4.82
(4.18‑5.38)

5.28
(4.54‑5.92)

3-hr 1.55
(1.39‑1.73)

1.89
(1.70‑2.11)

2.39
(2.15‑2.67)

2.79
(2.50‑3.11)

3.35
(2.98‑3.73)

3.80
(3.36‑4.23)

4.27
(3.75‑4.76)

4.76
(4.15‑5.32)

5.45
(4.69‑6.11)

6.01
(5.10‑6.77)

6-hr 1.96
(1.76‑2.21)

2.38
(2.13‑2.68)

3.02
(2.70‑3.38)

3.54
(3.15‑3.96)

4.29
(3.78‑4.79)

4.91
(4.31‑5.48)

5.58
(4.85‑6.24)

6.31
(5.42‑7.05)

7.36
(6.21‑8.26)

8.23
(6.86‑9.28)

12-hr 2.38
(2.13‑2.71)

2.88
(2.57‑3.27)

3.67
(3.27‑4.16)

4.35
(3.85‑4.92)

5.35
(4.69‑6.03)

6.22
(5.41‑7.00)

7.17
(6.16‑8.07)

8.23
(6.97‑9.28)

9.81
(8.15‑11.1)

11.2
(9.12‑12.7)

24-hr 2.73
(2.50‑3.01)

3.31
(3.03‑3.64)

4.24
(3.87‑4.66)

5.03
(4.59‑5.53)

6.23
(5.63‑6.83)

7.27
(6.51‑7.96)

8.42
(7.48‑9.21)

9.70
(8.52‑10.6)

11.6
(10.1‑12.8)

13.3
(11.3‑14.7)

2-day 3.17
(2.89‑3.49)

3.84
(3.51‑4.23)

4.91
(4.48‑5.41)

5.82
(5.29‑6.40)

7.15
(6.46‑7.84)

8.29
(7.43‑9.09)

9.54
(8.48‑10.5)

10.9
(9.60‑12.0)

13.0
(11.2‑14.3)

14.7
(12.6‑16.3)

3-day 3.36
(3.08‑3.68)

4.06
(3.73‑4.46)

5.18
(4.74‑5.68)

6.10
(5.58‑6.68)

7.46
(6.77‑8.15)

8.60
(7.76‑9.39)

9.85
(8.82‑10.8)

11.2
(9.94‑12.3)

13.2
(11.6‑14.5)

14.9
(12.9‑16.4)

4-day 3.55
(3.27‑3.87)

4.29
(3.96‑4.69)

5.44
(5.01‑5.94)

6.39
(5.86‑6.96)

7.76
(7.09‑8.45)

8.91
(8.09‑9.70)

10.2
(9.15‑11.0)

11.5
(10.3‑12.5)

13.5
(11.9‑14.7)

15.1
(13.2‑16.6)

7-day 4.16
(3.84‑4.54)

5.00
(4.61‑5.45)

6.23
(5.74‑6.80)

7.25
(6.66‑7.91)

8.73
(7.98‑9.51)

9.96
(9.05‑10.8)

11.3
(10.2‑12.3)

12.7
(11.4‑13.8)

14.8
(13.1‑16.1)

16.5
(14.4‑18.0)

10-day 4.74
(4.41‑5.13)

5.67
(5.27‑6.14)

6.96
(6.45‑7.54)

8.02
(7.42‑8.68)

9.51
(8.75‑10.3)

10.7
(9.84‑11.6)

12.0
(11.0‑13.0)

13.4
(12.1‑14.5)

15.3
(13.7‑16.7)

16.9
(15.0‑18.5)

20-day 6.41
(6.02‑6.83)

7.61
(7.15‑8.11)

9.11
(8.54‑9.72)

10.3
(9.64‑11.0)

11.9
(11.1‑12.7)

13.2
(12.3‑14.0)

14.5
(13.4‑15.4)

15.8
(14.6‑16.9)

17.6
(16.1‑18.8)

19.0
(17.2‑20.4)

30-day 7.98
(7.56‑8.43)

9.42
(8.93‑9.96)

11.1
(10.5‑11.7)

12.3
(11.6‑13.0)

14.0
(13.2‑14.8)

15.3
(14.4‑16.1)

16.6
(15.5‑17.5)

17.8
(16.6‑18.8)

19.4
(18.0‑20.6)

20.7
(19.1‑22.0)

45-day 10.2
(9.67‑10.7)

12.0
(11.4‑12.6)

13.8
(13.1‑14.6)

15.3
(14.5‑16.0)

17.1
(16.2‑18.0)

18.4
(17.4‑19.4)

19.7
(18.6‑20.8)

21.0
(19.7‑22.1)

22.6
(21.1‑23.9)

23.8
(22.1‑25.2)

60-day 12.2
(11.6‑12.8)

14.3
(13.6‑15.0)

16.4
(15.6‑17.2)

17.9
(17.1‑18.8)

19.8
(18.9‑20.8)

21.3
(20.2‑22.3)

22.6
(21.4‑23.7)

23.8
(22.5‑25.1)

25.4
(23.9‑26.8)

26.5
(24.8‑28.0)

1 Precipitation frequency (PF) estimates in this table are based on frequency analysis of partial duration series (PDS).
Numbers in parenthesis are PF estimates at lower and upper bounds of the 90% confidence interval. The probability that precipitation frequency estimates (for a
given duration and average recurrence interval) will be greater than the upper bound (or less than the lower bound) is 5%. Estimates at upper bounds are not
checked against probable maximum precipitation (PMP) estimates and may be higher than currently valid PMP values.
Please refer to NOAA Atlas 14 document for more information.

Back to Top

PF graphical

https://www.commerce.gov/
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acrispo
Line



Verizon Penn's Neck
Table of Contents20-010 EXISTING R0

Prepared by The Reynolds Group, Inc.
HydroCAD® 10.10-6a  s/n 03506  © 2020 HydroCAD Software Solutions LLC

TABLE OF CONTENTS

Project Reports
   1   Routing Diagram

2-Year West Windsor Event
   2   Node Listing
   3   Subcat 1Si: DA-1-Impervious
   4   Subcat 1Sp: DA1-Pervious
   5   Link 1L: Com. HYD

10-Year West Windsor Event
   6   Node Listing
   7   Subcat 1Si: DA-1-Impervious
   8   Subcat 1Sp: DA1-Pervious
   9   Link 1L: Com. HYD

100-Year West Windsor Event
  10   Node Listing
  11   Subcat 1Si: DA-1-Impervious
  12   Subcat 1Sp: DA1-Pervious
  13   Link 1L: Com. HYD



1Si

DA-1-Impervious

1Sp

DA1-Pervious

1L

Com. HYD

Routing Diagram for 20-010 EXISTING R0
Prepared by The Reynolds Group, Inc.

HydroCAD® 10.10-6a  s/n 03506  © 2020 HydroCAD Software Solutions LLC

Subcat Reach Pond Link



Verizon Penn's Neck
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Time span=0.00-72.00 hrs, dt=0.01 hrs, 7201 points
Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv.

Reach routing by Stor-Ind method  -  Pond routing by Stor-Ind method

Runoff Area=8,372 sf   100.00% Impervious   Runoff Depth=3.08"Subcatchment 1Si: DA-1-Impervious
   Flow Length=273'   Tc=6.0 min   CN=0/98   Runoff=0.67 cfs  0.049 af

Runoff Area=32,187 sf   0.00% Impervious   Runoff Depth=0.00"Subcatchment 1Sp: DA1-Pervious
   Flow Length=262'   Tc=11.6 min   CN=39/0   Runoff=0.00 cfs  0.000 af

   Inflow=0.67 cfs  0.049 afLink 1L: Com. HYD
   Primary=0.67 cfs  0.049 af

Total Runoff Area = 0.931 ac   Runoff Volume = 0.049 af   Average Runoff Depth = 0.64"
79.36% Pervious = 0.739 ac     20.64% Impervious = 0.192 ac
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Summary for Subcatchment 1Si: DA-1-Impervious

Existing pavement and proposed generator

Runoff = 0.67 cfs @ 12.13 hrs,  Volume= 0.049 af,  Depth= 3.08"
     Routed to Link 1L : Com. HYD

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
NOAA 24-hr C  2-Year West Windsor Rainfall=3.31"

Area (sf) CN Description
8,372 98 Paved parking, HSG A
8,372 98 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.6 100 0.0100 1.06 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.31"

1.0 112 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

0.4 61 0.0230 2.56 7.67 Channel Flow, 
Area= 3.0 sf  Perim= 12.0'  r= 0.25'
n= 0.035  Earth, dense weeds

3.0 273 Total,  Increased to minimum Tc = 6.0 min

Subcatchment 1Si: DA-1-Impervious

Runoff

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420

F
lo

w
  (

cf
s)
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NOAA 24-hr C
2-Year West Windsor Rainfall=3.31"

Runoff Area=8,372 sf
Runoff Volume=0.049 af

Runoff Depth=3.08"
Flow Length=273'

Tc=6.0 min
CN=0/98

0.67 cfs @ 12.13 hrs
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Summary for Subcatchment 1Sp: DA1-Pervious

Existing pavement and proposed generator

Runoff = 0.00 cfs @ 24.06 hrs,  Volume= 0.000 af,  Depth= 0.00"
     Routed to Link 1L : Com. HYD

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
NOAA 24-hr C  2-Year West Windsor Rainfall=3.31"

Area (sf) CN Description
32,187 39 >75% Grass cover, Good, HSG A
32,187 39 100.00% Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

9.3 52 0.0150 0.09 Sheet Flow, 
Grass: Dense   n= 0.240   P2= 3.31"

2.3 210 0.0100 1.50 Shallow Concentrated Flow, 
Grassed Waterway   Kv= 15.0 fps

11.6 262 Total

Subcatchment 1Sp: DA1-Pervious

Runoff

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420

F
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w
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0.001

0.001

0.001

0.001

0.000

0.000

0.000

0.000

0.000

0.000

0.000

0

0

0

NOAA 24-hr C
2-Year West Windsor Rainfall=3.31"
Runoff Area=32,187 sf
Runoff Volume=0.000 af
Runoff Depth=0.00"
Flow Length=262'
Tc=11.6 min
CN=39/0

0.00 cfs @ 24.06 hrs
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Summary for Link 1L: Com. HYD

Inflow Area = 0.931 ac, 20.64% Impervious,  Inflow Depth = 0.64"    for  2-Year West Windsor event
Inflow = 0.67 cfs @ 12.13 hrs,  Volume= 0.049 af
Primary = 0.67 cfs @ 12.13 hrs,  Volume= 0.049 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs

Link 1L: Com. HYD

Inflow
Primary

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420
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w
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0.75

0.7

0.65

0.6

0.55

0.5

0.45

0.4

0.35

0.3

0.25

0.2

0.15

0.1

0.05

0

Inflow Area=0.931 ac

0.67 cfs @ 12.13 hrs0.67 cfs @ 12.13 hrs
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Time span=0.00-72.00 hrs, dt=0.01 hrs, 7201 points
Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv.

Reach routing by Stor-Ind method  -  Pond routing by Stor-Ind method

Runoff Area=8,372 sf   100.00% Impervious   Runoff Depth=4.79"Subcatchment 1Si: DA-1-Impervious
   Flow Length=273'   Tc=6.0 min   CN=0/98   Runoff=1.03 cfs  0.077 af

Runoff Area=32,187 sf   0.00% Impervious   Runoff Depth=0.21"Subcatchment 1Sp: DA1-Pervious
   Flow Length=262'   Tc=11.6 min   CN=39/0   Runoff=0.03 cfs  0.013 af

   Inflow=1.03 cfs  0.089 afLink 1L: Com. HYD
   Primary=1.03 cfs  0.089 af

Total Runoff Area = 0.931 ac   Runoff Volume = 0.089 af   Average Runoff Depth = 1.15"
79.36% Pervious = 0.739 ac     20.64% Impervious = 0.192 ac
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Summary for Subcatchment 1Si: DA-1-Impervious

Existing pavement and proposed generator

Runoff = 1.03 cfs @ 12.13 hrs,  Volume= 0.077 af,  Depth= 4.79"
     Routed to Link 1L : Com. HYD

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
NOAA 24-hr C  10-Year West Windsor Rainfall=5.03"

Area (sf) CN Description
8,372 98 Paved parking, HSG A
8,372 98 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.6 100 0.0100 1.06 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.31"

1.0 112 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

0.4 61 0.0230 2.56 7.67 Channel Flow, 
Area= 3.0 sf  Perim= 12.0'  r= 0.25'
n= 0.035  Earth, dense weeds

3.0 273 Total,  Increased to minimum Tc = 6.0 min

Subcatchment 1Si: DA-1-Impervious

Runoff

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420

F
lo

w
  (

cf
s)

1

0

NOAA 24-hr C
10-Year West Windsor Rainfall=5.03"

Runoff Area=8,372 sf
Runoff Volume=0.077 af

Runoff Depth=4.79"
Flow Length=273'

Tc=6.0 min
CN=0/98

1.03 cfs @ 12.13 hrs
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Summary for Subcatchment 1Sp: DA1-Pervious

Existing pavement and proposed generator

Runoff = 0.03 cfs @ 12.62 hrs,  Volume= 0.013 af,  Depth= 0.21"
     Routed to Link 1L : Com. HYD

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
NOAA 24-hr C  10-Year West Windsor Rainfall=5.03"

Area (sf) CN Description
32,187 39 >75% Grass cover, Good, HSG A
32,187 39 100.00% Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

9.3 52 0.0150 0.09 Sheet Flow, 
Grass: Dense   n= 0.240   P2= 3.31"

2.3 210 0.0100 1.50 Shallow Concentrated Flow, 
Grassed Waterway   Kv= 15.0 fps

11.6 262 Total

Subcatchment 1Sp: DA1-Pervious

Runoff

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420
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0.03
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0.016

0.014

0.012

0.01

0.008

0.006

0.004
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0

NOAA 24-hr C
10-Year West Windsor Rainfall=5.03"

Runoff Area=32,187 sf
Runoff Volume=0.013 af

Runoff Depth=0.21"
Flow Length=262'

Tc=11.6 min
CN=39/0

0.03 cfs @ 12.62 hrs
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Summary for Link 1L: Com. HYD

Inflow Area = 0.931 ac, 20.64% Impervious,  Inflow Depth = 1.15"    for  10-Year West Windsor event
Inflow = 1.03 cfs @ 12.13 hrs,  Volume= 0.089 af
Primary = 1.03 cfs @ 12.13 hrs,  Volume= 0.089 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs

Link 1L: Com. HYD

Inflow
Primary

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420

F
lo

w
  (

cf
s)

1

0

Inflow Area=0.931 ac

1.03 cfs @ 12.13 hrs1.03 cfs @ 12.13 hrs
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Time span=0.00-72.00 hrs, dt=0.01 hrs, 7201 points
Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv.

Reach routing by Stor-Ind method  -  Pond routing by Stor-Ind method

Runoff Area=8,372 sf   100.00% Impervious   Runoff Depth=8.18"Subcatchment 1Si: DA-1-Impervious
   Flow Length=273'   Tc=6.0 min   CN=0/98   Runoff=1.73 cfs  0.131 af

Runoff Area=32,187 sf   0.00% Impervious   Runoff Depth=1.34"Subcatchment 1Sp: DA1-Pervious
   Flow Length=262'   Tc=11.6 min   CN=39/0   Runoff=0.78 cfs  0.082 af

   Inflow=2.24 cfs  0.213 afLink 1L: Com. HYD
   Primary=2.24 cfs  0.213 af

Total Runoff Area = 0.931 ac   Runoff Volume = 0.213 af   Average Runoff Depth = 2.75"
79.36% Pervious = 0.739 ac     20.64% Impervious = 0.192 ac
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Summary for Subcatchment 1Si: DA-1-Impervious

Existing pavement and proposed generator

Runoff = 1.73 cfs @ 12.13 hrs,  Volume= 0.131 af,  Depth= 8.18"
     Routed to Link 1L : Com. HYD

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
NOAA 24-hr C  100-Year West Windsor Rainfall=8.42"

Area (sf) CN Description
8,372 98 Paved parking, HSG A
8,372 98 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.6 100 0.0100 1.06 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.31"

1.0 112 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

0.4 61 0.0230 2.56 7.67 Channel Flow, 
Area= 3.0 sf  Perim= 12.0'  r= 0.25'
n= 0.035  Earth, dense weeds

3.0 273 Total,  Increased to minimum Tc = 6.0 min

Subcatchment 1Si: DA-1-Impervious

Runoff

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420

F
lo

w
  (
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1

0

NOAA 24-hr C
100-Year West Windsor Rainfall=8.42"

Runoff Area=8,372 sf
Runoff Volume=0.131 af

Runoff Depth=8.18"
Flow Length=273'

Tc=6.0 min
CN=0/98

1.73 cfs @ 12.13 hrs
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Summary for Subcatchment 1Sp: DA1-Pervious

Existing pavement and proposed generator

Runoff = 0.78 cfs @ 12.22 hrs,  Volume= 0.082 af,  Depth= 1.34"
     Routed to Link 1L : Com. HYD

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.01 hrs
NOAA 24-hr C  100-Year West Windsor Rainfall=8.42"

Area (sf) CN Description
32,187 39 >75% Grass cover, Good, HSG A
32,187 39 100.00% Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

9.3 52 0.0150 0.09 Sheet Flow, 
Grass: Dense   n= 0.240   P2= 3.31"

2.3 210 0.0100 1.50 Shallow Concentrated Flow, 
Grassed Waterway   Kv= 15.0 fps

11.6 262 Total

Subcatchment 1Sp: DA1-Pervious

Runoff

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420
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0.8
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0.6

0.55

0.5
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0.3
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0.1
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0

NOAA 24-hr C
100-Year West Windsor Rainfall=8.42"

Runoff Area=32,187 sf
Runoff Volume=0.082 af

Runoff Depth=1.34"
Flow Length=262'

Tc=11.6 min
CN=39/0

0.78 cfs @ 12.22 hrs
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Summary for Link 1L: Com. HYD

Inflow Area = 0.931 ac, 20.64% Impervious,  Inflow Depth = 2.75"    for  100-Year West Windsor event
Inflow = 2.24 cfs @ 12.14 hrs,  Volume= 0.213 af
Primary = 2.24 cfs @ 12.14 hrs,  Volume= 0.213 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.01 hrs

Link 1L: Com. HYD

Inflow
Primary

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420
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lo

w
  (
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s)

2

1

0

Inflow Area=0.931 ac

2.24 cfs @ 12.14 hrs2.24 cfs @ 12.14 hrs



W
A

SH
IN

G
TO

N
   

  R
O

A
D

DA-1

AutoCAD SHX Text
SHED

AutoCAD SHX Text
GARDEN

AutoCAD SHX Text
WITH 4'

AutoCAD SHX Text
WIRE FENCE

AutoCAD SHX Text
6' WOOD FENCE

AutoCAD SHX Text
6' WOOD FENCE

AutoCAD SHX Text
EDGE OF PAVEMENT

AutoCAD SHX Text
EDGE OF PAVEMENT

AutoCAD SHX Text
14"PINE

AutoCAD SHX Text
40"OAK

AutoCAD SHX Text
ARBROVITE TREELINE

AutoCAD SHX Text
EDGE OF PAVEMENT

AutoCAD SHX Text
10"PINE

AutoCAD SHX Text
28"PINE

AutoCAD SHX Text
18"PINE

AutoCAD SHX Text
24"PINE

AutoCAD SHX Text
STUMP

AutoCAD SHX Text
MIXED HARDWOODS

AutoCAD SHX Text
MH RIM=71.56

AutoCAD SHX Text
MIXED HARDWOODS AND PINES

AutoCAD SHX Text
MIXED HARDWOODS AND PINES

AutoCAD SHX Text
TXT2

AutoCAD SHX Text
TRANS

AutoCAD SHX Text
SIGNPOST

AutoCAD SHX Text
"H20 SHUT-OFF"

AutoCAD SHX Text
FF=73.66

AutoCAD SHX Text
STEEL LANDING 

AutoCAD SHX Text
AND STEPS

AutoCAD SHX Text
STEEL LANDING

AutoCAD SHX Text
AND STEPS

AutoCAD SHX Text
EDGE OF PAVEMENT

AutoCAD SHX Text
GROUND LIGHT

AutoCAD SHX Text
TC= 71.10 BC= 70.64

AutoCAD SHX Text
X

AutoCAD SHX Text
TC= 70.30 BC= 69.77

AutoCAD SHX Text
X

AutoCAD SHX Text
TC= 71.27 BC= 70.79

AutoCAD SHX Text
X

AutoCAD SHX Text
TC= 71.49 BC= 71.06

AutoCAD SHX Text
X

AutoCAD SHX Text
X

AutoCAD SHX Text
STORM MH RIM=69.11 A INV IN = 66.51 B INV IN = 65.50 C INV IN = 64.81 D INV OUT = 64.71

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
MONITORING WELL  RIM = 72.16 FILLED W/ WATER

AutoCAD SHX Text
ELEC MH  RIM = 71.59 W/ MW = 70.59

AutoCAD SHX Text
SAN MH RIM=70.32

AutoCAD SHX Text
SAN MH (PAVED) RIM=72.46

AutoCAD SHX Text
18" CLAY CHANNEL 

AutoCAD SHX Text
18" CLAY CHANNEL 

AutoCAD SHX Text
12" RCP

AutoCAD SHX Text
'B' INLET  GRATE = 71.08 A INV IN =66.51 B INV IN = 65.50 C INV IN = 64.81 D INV OUT = 64.71

AutoCAD SHX Text
'A' INLET  GRATE = 71.35 (FULL OD DEBRIS) 

AutoCAD SHX Text
UP (NEW) #2484

AutoCAD SHX Text
UP (OLD) #2484  2 RISERS

AutoCAD SHX Text
TW= 74.78 BW= 73.14

AutoCAD SHX Text
TW= 74.17 BC= 72.02

AutoCAD SHX Text
+

AutoCAD SHX Text
TW=71.67 BC=71.20

AutoCAD SHX Text
WOOD WALL

AutoCAD SHX Text
CONC. SIDEWALK 

AutoCAD SHX Text
UG TELECOMMUNICATION  

AutoCAD SHX Text
CONC. SIDEWALK 

AutoCAD SHX Text
TELE. MH RIM=70.64 

AutoCAD SHX Text
TELE. MH RIM=70.84 

AutoCAD SHX Text
#138

AutoCAD SHX Text
ROW OF BUSHES

AutoCAD SHX Text
UP  #63470

AutoCAD SHX Text
UP  3 RISER

AutoCAD SHX Text
UG ELEC. LINE 

AutoCAD SHX Text
GAS LINE 

AutoCAD SHX Text
"NO PARKING ANYTIME"

AutoCAD SHX Text
"PRIVATE"

AutoCAD SHX Text
CONC. SIDEWALK 

AutoCAD SHX Text
FF=73.77

AutoCAD SHX Text
ASPHALT  DRIVE

AutoCAD SHX Text
(Width Varies)

AutoCAD SHX Text
(200.00' DEED)

AutoCAD SHX Text
5' WIDE SIDEWALK EASEMENT per DBK:2607 Pg 58

AutoCAD SHX Text
CONC. MON FND 7.58'

AutoCAD SHX Text
CONC. MON FND

AutoCAD SHX Text
CONC. MON FND

AutoCAD SHX Text
CONC. MON FND 0.20'

AutoCAD SHX Text
CAPPED IRON PIN 0.15

AutoCAD SHX Text
CAPPED IRON PIN ON LINE

AutoCAD SHX Text
UP#63540  4 RISER

AutoCAD SHX Text
GUY

AutoCAD SHX Text
DITCH

AutoCAD SHX Text
+

AutoCAD SHX Text
+

AutoCAD SHX Text
"STOP"

AutoCAD SHX Text
P.O.B. N:543,246.02 E:456,032.66

AutoCAD SHX Text
5' WIDE CONSTRUCTION EASEMENT per DBK:2607 Pg 58

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
S

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
W

AutoCAD SHX Text
VP

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
VP

AutoCAD SHX Text
C.O.

AutoCAD SHX Text
C.O.

AutoCAD SHX Text
S

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
69.01

AutoCAD SHX Text
69.26

AutoCAD SHX Text
69.46

AutoCAD SHX Text
69.23

AutoCAD SHX Text
68.97

AutoCAD SHX Text
69.11

AutoCAD SHX Text
69.20

AutoCAD SHX Text
68.85

AutoCAD SHX Text
69.64

AutoCAD SHX Text
70.41

AutoCAD SHX Text
70.06

AutoCAD SHX Text
70.03

AutoCAD SHX Text
71.38

AutoCAD SHX Text
70.89

AutoCAD SHX Text
71.50

AutoCAD SHX Text
71.35

AutoCAD SHX Text
70.33

AutoCAD SHX Text
71.07

AutoCAD SHX Text
72.35

AutoCAD SHX Text
72.23

AutoCAD SHX Text
73.07

AutoCAD SHX Text
72.87

AutoCAD SHX Text
72.34

AutoCAD SHX Text
72.49

AutoCAD SHX Text
72.32

AutoCAD SHX Text
72.26

AutoCAD SHX Text
72.12

AutoCAD SHX Text
72.01

AutoCAD SHX Text
71.93

AutoCAD SHX Text
72.20

AutoCAD SHX Text
72.25

AutoCAD SHX Text
72.23

AutoCAD SHX Text
72.11

AutoCAD SHX Text
71.83

AutoCAD SHX Text
71.72

AutoCAD SHX Text
71.73

AutoCAD SHX Text
71.51

AutoCAD SHX Text
71.27

AutoCAD SHX Text
71.08

AutoCAD SHX Text
71.10

AutoCAD SHX Text
71.7

AutoCAD SHX Text
71.5

AutoCAD SHX Text
71.4

AutoCAD SHX Text
71.3

AutoCAD SHX Text
72.1

AutoCAD SHX Text
71.8

AutoCAD SHX Text
71.7

AutoCAD SHX Text
72.2

AutoCAD SHX Text
72.2

AutoCAD SHX Text
71.9

AutoCAD SHX Text
72.2

AutoCAD SHX Text
71.3

AutoCAD SHX Text
71.5

AutoCAD SHX Text
71.2

AutoCAD SHX Text
71.2

AutoCAD SHX Text
70.7

AutoCAD SHX Text
72.2

AutoCAD SHX Text
72.5

AutoCAD SHX Text
72.7

AutoCAD SHX Text
73.1

AutoCAD SHX Text
73.3

AutoCAD SHX Text
74.6

AutoCAD SHX Text
73.3

AutoCAD SHX Text
72.8

AutoCAD SHX Text
72.4

AutoCAD SHX Text
72.4

AutoCAD SHX Text
72.1

AutoCAD SHX Text
71.4

AutoCAD SHX Text
71.5

AutoCAD SHX Text
72.4

AutoCAD SHX Text
70.4

AutoCAD SHX Text
72.3

AutoCAD SHX Text
72.4

AutoCAD SHX Text
72

AutoCAD SHX Text
72

AutoCAD SHX Text
72

AutoCAD SHX Text
72

AutoCAD SHX Text
72

AutoCAD SHX Text
73

AutoCAD SHX Text
73

AutoCAD SHX Text
73

AutoCAD SHX Text
73

AutoCAD SHX Text
74

AutoCAD SHX Text
74

AutoCAD SHX Text
75

AutoCAD SHX Text
75

AutoCAD SHX Text
72

AutoCAD SHX Text
72

AutoCAD SHX Text
71

AutoCAD SHX Text
71

AutoCAD SHX Text
73

AutoCAD SHX Text
74

AutoCAD SHX Text
70

AutoCAD SHX Text
70

AutoCAD SHX Text
69

AutoCAD SHX Text
71

AutoCAD SHX Text
72

AutoCAD SHX Text
70

AutoCAD SHX Text
70

AutoCAD SHX Text
71

AutoCAD SHX Text
72

AutoCAD SHX Text
71

AutoCAD SHX Text
70

AutoCAD SHX Text
69

AutoCAD SHX Text
69

AutoCAD SHX Text
71

AutoCAD SHX Text
71

AutoCAD SHX Text
71

AutoCAD SHX Text
71

AutoCAD SHX Text
73

AutoCAD SHX Text
72

AutoCAD SHX Text
71

AutoCAD SHX Text
72

AutoCAD SHX Text
71

AutoCAD SHX Text
69

AutoCAD SHX Text
70

AutoCAD SHX Text
69

AutoCAD SHX Text
73

AutoCAD SHX Text
74

AutoCAD SHX Text
72

AutoCAD SHX Text
72

AutoCAD SHX Text
70

AutoCAD SHX Text
71.3

AutoCAD SHX Text
73.0

AutoCAD SHX Text
72.57

AutoCAD SHX Text
72.81

AutoCAD SHX Text
72.11

AutoCAD SHX Text
72.19

AutoCAD SHX Text
71.71

AutoCAD SHX Text
70.9

AutoCAD SHX Text
70.46

AutoCAD SHX Text
70.81

AutoCAD SHX Text
70.94

AutoCAD SHX Text
70.83

AutoCAD SHX Text
68.80

AutoCAD SHX Text
68.72

AutoCAD SHX Text
68.55

AutoCAD SHX Text
71.2

AutoCAD SHX Text
71.4

AutoCAD SHX Text
71.7

AutoCAD SHX Text
71.7

AutoCAD SHX Text
72.7

AutoCAD SHX Text
72.5

AutoCAD SHX Text
72.5

AutoCAD SHX Text
72.6

AutoCAD SHX Text
72.6

AutoCAD SHX Text
72.6

AutoCAD SHX Text
72.5

AutoCAD SHX Text
68.35

AutoCAD SHX Text
72.14

AutoCAD SHX Text
72.64

AutoCAD SHX Text
73.46

AutoCAD SHX Text
73.53

AutoCAD SHX Text
71.60

AutoCAD SHX Text
71.80

AutoCAD SHX Text
71.26

AutoCAD SHX Text
71.33

AutoCAD SHX Text
S44°48'16"E    200.58'

AutoCAD SHX Text
S44°49'45"W    400.01'

AutoCAD SHX Text
N44°48'16"W    203.14'

AutoCAD SHX Text
N45°11'44"E    400.00'

AutoCAD SHX Text
69.9

AutoCAD SHX Text
70.3

AutoCAD SHX Text
70.8

AutoCAD SHX Text
30" OAK

AutoCAD SHX Text
24" SPRUCE

AutoCAD SHX Text
MULCH TO FENCE

AutoCAD SHX Text
MIXED HARDWOODS AND PINES (MOSTLY OAKS)

AutoCAD SHX Text
(4) 3" CYPRESS

AutoCAD SHX Text
36" OAK

AutoCAD SHX Text
40" OAK

AutoCAD SHX Text
30" WHITE PINE

AutoCAD SHX Text
36" WHITE PINE

AutoCAD SHX Text
30" WHITE PINE

AutoCAD SHX Text
30" OAK

AutoCAD SHX Text
30" WHITE PINE

AutoCAD SHX Text
6" MAPLE

AutoCAD SHX Text
(3) 4" CHERRIES

AutoCAD SHX Text
36" WHITE PINE

AutoCAD SHX Text
24" BLACK CHERRY

AutoCAD SHX Text
12" WHITE PINE

AutoCAD SHX Text
12" BLACK CHERRY

AutoCAD SHX Text
TRIPLE 24"  BLACK CHERRY

AutoCAD SHX Text
18" ASH

AutoCAD SHX Text
EX. 11 ARBORVITAE HEDGE  (TO REMAIN)

AutoCAD SHX Text
YOUNG WALNUT STAND. 

AutoCAD SHX Text
SHRUBS

AutoCAD SHX Text
20" OAK

AutoCAD SHX Text
EX. ARBORVITAE (TO REMAIN)

AutoCAD SHX Text
EX. WALL MOUNTED FLOOD LIGHT

AutoCAD SHX Text
8" DRAIN LINE

AutoCAD SHX Text
8" DRAIN LINE

AutoCAD SHX Text
EX. ROOF DRAIN

AutoCAD SHX Text
B-2

AutoCAD SHX Text
B-1

AutoCAD SHX Text
SHEET FLOW 52 FL @ 1.5% LAWN

AutoCAD SHX Text
ELEV. 72.6±

AutoCAD SHX Text
ELEV. 71.8±

AutoCAD SHX Text
ELEV. 69.7±

AutoCAD SHX Text
SHALLOW CONCENTRATED FLOW, 210 LF @ 1.0% LAWN

AutoCAD SHX Text
SHEET FLOW 100 LF @ 1.0% PAVED

AutoCAD SHX Text
ELEV. 73.1±

AutoCAD SHX Text
ELEV. 72.1±

AutoCAD SHX Text
ELEV. 71.1±

AutoCAD SHX Text
SHALLOW CONCENTRATED FLOW, 112 LF @ 0.9% PAVED

AutoCAD SHX Text
CHANNEL FLOW 61 LF @ 2.3% GRASS

AutoCAD SHX Text
GadB

AutoCAD SHX Text
BHSGB

AutoCAD SHX Text
EXISTING COND. D.A. 1 TOTAL AREA=40,559 SF. PERVIOUS AREA=32,187 SF. IMPERVIOUS AREA=8,372 SF.

AutoCAD SHX Text
BLOCK 6.03 LOT 15

AutoCAD SHX Text
BLOCK 6.03 LOT 1

AutoCAD SHX Text
BLOCK 6 LOT 28.01

AutoCAD SHX Text
BLOCK 6.03 LOT 1

AutoCAD SHX Text
BLOCK 6.03 LOT 2

AutoCAD SHX Text
BLOCK 6.03 LOT 3

AutoCAD SHX Text
BLOCK 6.03 LOT 4

AutoCAD SHX Text
BLOCK 6 LOT 72

AutoCAD SHX Text
n/f New Jersey Bell Telephone Company, a New Jersey Corporation DBK: 1650, pg. 397 1.854±ACRES80,744±Sq.Ft

AutoCAD SHX Text
ONE STORY BLOCK BUILDING VERIZON PENNS NECK  CENTRAL OFFICE

AutoCAD SHX Text
#138 WASHINGTON ROAD

AutoCAD SHX Text
POINT OF ANALYSIS 

AutoCAD SHX Text
BLOCK 6,  LOT 72

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
Project:

AutoCAD SHX Text
Sheet No.:

AutoCAD SHX Text
03/08/22

AutoCAD SHX Text
Date:

AutoCAD SHX Text
TRG Job No.:

AutoCAD SHX Text
TOWNSHIP OF WEST WINDSOR

AutoCAD SHX Text
MERCER COUNTY, NEW JERSEY

AutoCAD SHX Text
o

AutoCAD SHX Text
c

AutoCAD SHX Text
n

AutoCAD SHX Text
I

AutoCAD SHX Text
R

AutoCAD SHX Text
h

AutoCAD SHX Text
e

AutoCAD SHX Text
e

AutoCAD SHX Text
u

AutoCAD SHX Text
r

AutoCAD SHX Text
o

AutoCAD SHX Text
p

AutoCAD SHX Text
,

AutoCAD SHX Text
y

AutoCAD SHX Text
n

AutoCAD SHX Text
s

AutoCAD SHX Text
d

AutoCAD SHX Text
l

AutoCAD SHX Text
.

AutoCAD SHX Text
T

AutoCAD SHX Text
G

AutoCAD SHX Text
State of New Jersey

AutoCAD SHX Text
Certificate of Authorization

AutoCAD SHX Text
Number 24GA27969200

AutoCAD SHX Text
Engineers

AutoCAD SHX Text
Planners

AutoCAD SHX Text
Raritan, N.J.  08869

AutoCAD SHX Text
Fax 908-722-7035

AutoCAD SHX Text
Landscape Architects

AutoCAD SHX Text
Tele 908-722-1500

AutoCAD SHX Text
575 Route 28, Suite 110

AutoCAD SHX Text
Land Surveyors

AutoCAD SHX Text
F. Mitchel Ardman, P.E., P.P.

AutoCAD SHX Text
20-010

AutoCAD SHX Text
1"=30'

AutoCAD SHX Text
Jeffrey D. Reynolds, P.L.A.

AutoCAD SHX Text
21MH00004300

AutoCAD SHX Text
J:\ENGINEERING PROJECTS\2020\20-010 - PENNS NECK VERIZON (WEST WINDSOR)\_CAD\DESIGN\20-010 DRAINAGE (R0).DWG-(3/8/22)

AutoCAD SHX Text
 PENNS NECK VERIZON  PROPOSED GENERATOR

AutoCAD SHX Text
SOILS:  BHSGB - BIRDSBORO GRAVELLY SOLUM VARIANT SOILS BHSGB - BIRDSBORO GRAVELLY SOLUM VARIANT SOILS GadB - GALESTOWN LOAMY SAND 

AutoCAD SHX Text
TEST PITS LOCATION 

AutoCAD SHX Text
N

AutoCAD SHX Text
NJSPCS NAD 83 (2011)

AutoCAD SHX Text
0

AutoCAD SHX Text
30

AutoCAD SHX Text
SCALE IN FEET

AutoCAD SHX Text
60



Verizon Penn's Neck
Table of Contents20-010 PROPOSED R1

Prepared by The Reynolds Group, Inc.
HydroCAD® 10.10-6a  s/n 03506  © 2020 HydroCAD Software Solutions LLC

TABLE OF CONTENTS

Project Reports
  14   Routing Diagram

2-Year West Windsor Event
  15   Node Listing
  16   Subcat 2Si: DA2-Impervious
  17   Subcat 2Sp: DA2-Pervious
  18   Subcat 2Spb: DA2-Pervious (Bypass)
  19   Reach 2R: Offsite Reach (Grass Swale)
  20   Pond 2P: Proposed Drywell System
  22   Link 2L: Combined HYD Lot 28.01
  23   Link 3L: Washington Road

10-Year West Windsor Event
  24   Node Listing
  25   Subcat 2Si: DA2-Impervious
  26   Subcat 2Sp: DA2-Pervious
  27   Subcat 2Spb: DA2-Pervious (Bypass)
  28   Reach 2R: Offsite Reach (Grass Swale)
  29   Pond 2P: Proposed Drywell System
  31   Link 2L: Combined HYD Lot 28.01
  32   Link 3L: Washington Road

100-Year West Windsor Event
  33   Node Listing
  34   Subcat 2Si: DA2-Impervious
  35   Subcat 2Sp: DA2-Pervious
  36   Subcat 2Spb: DA2-Pervious (Bypass)
  37   Reach 2R: Offsite Reach (Grass Swale)
  38   Pond 2P: Proposed Drywell System
  40   Link 2L: Combined HYD Lot 28.01
  41   Link 3L: Washington Road



Secondary Outlet

Primary Outlet

2Si

DA2-Impervious

2Sp

DA2-Pervious

2Spb

DA2-Pervious
 (Bypass)

2R

Offsite Reach
 (Grass Swale)

2P

Proposed Drywell
 System

2L

Combined HYD
 Lot 28.01

3L

Washington Road

Routing Diagram for 20-010 PROPOSED R1
Prepared by The Reynolds Group, Inc.

HydroCAD® 10.10-6a  s/n 03506  © 2020 HydroCAD Software Solutions LLC

Subcat Reach Pond Link



Verizon Penn's Neck
NOAA 24-hr C  2-Year West Windsor Rainfall=3.31"20-010 PROPOSED R1

Prepared by The Reynolds Group, Inc.
Page 15HydroCAD® 10.10-6a  s/n 03506  © 2020 HydroCAD Software Solutions LLC

Time span=0.00-72.00 hrs, dt=0.10 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv.

Reach routing by Stor-Ind method  -  Pond routing by Stor-Ind method

Runoff Area=10,297 sf   100.00% Impervious   Runoff Depth=3.08"Subcatchment 2Si: DA2-Impervious
   Flow Length=212'   Tc=6.0 min   CN=0/98   Runoff=0.75 cfs  0.061 af

Runoff Area=10,693 sf   0.00% Impervious   Runoff Depth=0.00"Subcatchment 2Sp: DA2-Pervious
   Flow Length=199'   Tc=10.6 min   CN=39/0   Runoff=0.00 cfs  0.000 af

Runoff Area=19,569 sf   0.00% Impervious   Runoff Depth=0.00"Subcatchment 2Spb: DA2-Pervious (Bypass)
   Flow Length=262'   Tc=11.6 min   CN=39/0   Runoff=0.00 cfs  0.000 af

Avg. Flow Depth=0.15'   Max Vel=0.88 fps   Inflow=0.39 cfs  0.006 afReach 2R: Offsite Reach (Grass Swale)
n=0.030   L=300.0'   S=0.0067 '/'   Capacity=3.84 cfs   Outflow=0.30 cfs  0.006 af

Peak Elev=70.31'  Storage=630 cf   Inflow=0.75 cfs  0.061 afPond 2P: Proposed Drywell System
   Discarded=0.01 cfs  0.024 af   Primary=0.39 cfs  0.006 af   Secondary=0.32 cfs  0.031 af   Outflow=0.72 cfs  0.061 af

   Inflow=0.39 cfs  0.006 afLink 2L: Combined HYD Lot 28.01
   Primary=0.39 cfs  0.006 af

   Inflow=0.62 cfs  0.037 afLink 3L: Washington Road
   Primary=0.62 cfs  0.037 af

Total Runoff Area = 0.931 ac   Runoff Volume = 0.061 af   Average Runoff Depth = 0.78"
74.61% Pervious = 0.695 ac     25.39% Impervious = 0.236 ac
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Summary for Subcatchment 2Si: DA2-Impervious

Existing pavement and proposed generator

Runoff = 0.75 cfs @ 12.11 hrs,  Volume= 0.061 af,  Depth= 3.08"
     Routed to Pond 2P : Proposed Drywell System

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
NOAA 24-hr C  2-Year West Windsor Rainfall=3.31"

Area (sf) CN Description
8,372 98 Paved parking, HSG A

* 1,925 98 Gen pad & sidewalks, HSG A
10,297 98 Weighted Average
10,297 98 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.6 100 0.0100 1.06 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.31"

1.0 112 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

2.6 212 Total,  Increased to minimum Tc = 6.0 min

Subcatchment 2Si: DA2-Impervious

Runoff

Hydrograph

Time  (hours)
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NOAA 24-hr C
2-Year West Windsor Rainfall=3.31"

Runoff Area=10,297 sf
Runoff Volume=0.061 af

Runoff Depth=3.08"
Flow Length=212'

Tc=6.0 min
CN=0/98

0.75 cfs @ 12.11 hrs
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Summary for Subcatchment 2Sp: DA2-Pervious

Existing pavement and proposed generator

Runoff = 0.00 cfs @ 23.98 hrs,  Volume= 0.000 af,  Depth= 0.00"
     Routed to Pond 2P : Proposed Drywell System

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
NOAA 24-hr C  2-Year West Windsor Rainfall=3.31"

Area (sf) CN Description
10,693 39 >75% Grass cover, Good, HSG A
10,693 39 100.00% Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

9.3 52 0.0150 0.09 Sheet Flow, 
Grass: Dense   n= 0.240   P2= 3.31"

0.1 12 0.0090 1.53 Shallow Concentrated Flow, 
Unpaved   Kv= 16.1 fps

0.2 23 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

1.0 112 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

10.6 199 Total

Subcatchment 2Sp: DA2-Pervious

Runoff

Hydrograph

Time  (hours)
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NOAA 24-hr C
2-Year West Windsor Rainfall=3.31"

Runoff Area=10,693 sf
Runoff Volume=0.000 af

Runoff Depth=0.00"
Flow Length=199'

Tc=10.6 min
CN=39/0

0.00 cfs @ 23.98 hrs
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Summary for Subcatchment 2Spb: DA2-Pervious (Bypass)

Existing pavement and proposed generator

Runoff = 0.00 cfs @ 23.99 hrs,  Volume= 0.000 af,  Depth= 0.00"
     Routed to Link 2L : Combined HYD Lot 28.01

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
NOAA 24-hr C  2-Year West Windsor Rainfall=3.31"

Area (sf) CN Description
19,569 39 >75% Grass cover, Good, HSG A
19,569 39 100.00% Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

9.3 52 0.0150 0.09 Sheet Flow, 
Grass: Dense   n= 0.240   P2= 3.31"

2.3 210 0.0100 1.50 Shallow Concentrated Flow, 
Grassed Waterway   Kv= 15.0 fps

11.6 262 Total

Subcatchment 2Spb: DA2-Pervious (Bypass)

Runoff

Hydrograph

Time  (hours)
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NOAA 24-hr C
2-Year West Windsor Rainfall=3.31"

Runoff Area=19,569 sf
Runoff Volume=0.000 af

Runoff Depth=0.00"
Flow Length=262'

Tc=11.6 min
CN=39/0

0.00 cfs @ 23.99 hrs
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Summary for Reach 2R: Offsite Reach (Grass Swale)

Estimated time of travel from point of analysis on Lot 28.01 to Washington Road; routing is included to 
evaluate drainage impact on . Routing is shown to evaluate impact at County Drainage System.

Inflow Area = 0.931 ac, 25.39% Impervious,  Inflow Depth = 0.08"    for  2-Year West Windsor event
Inflow = 0.39 cfs @ 12.11 hrs,  Volume= 0.006 af
Outflow = 0.30 cfs @ 12.19 hrs,  Volume= 0.006 af,  Atten= 25%,  Lag= 4.7 min
     Routed to Link 3L : Washington Road

Routing by Stor-Ind method, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
Max. Velocity= 0.88 fps,  Min. Travel Time= 5.7 min
Avg. Velocity = 0.13 fps,  Avg. Travel Time= 38.6 min

Peak Storage= 101 cf @ 12.19 hrs
Average Depth at Peak Storage= 0.15' , Surface Width= 3.31'
Bank-Full Depth= 0.50'  Flow Area= 2.0 sf,  Capacity= 3.84 cfs

6.00'  x  0.50'  deep Parabolic Channel,  n= 0.030
Length= 300.0'   Slope= 0.0067 '/'
Inlet Invert= 69.90',  Outlet Invert= 67.90'

‡

Reach 2R: Offsite Reach (Grass Swale)

Inflow
Outflow

Hydrograph

Time  (hours)
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Inflow Area=0.931 ac
Avg. Flow Depth=0.15'

Max Vel=0.88 fps
n=0.030
L=300.0'

S=0.0067 '/'
Capacity=3.84 cfs

0.39 cfs @ 12.11 hrs

0.30 cfs @ 12.19 hrs
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Summary for Pond 2P: Proposed Drywell System

Inflow Area = 0.482 ac, 49.06% Impervious,  Inflow Depth = 1.51"    for  2-Year West Windsor event
Inflow = 0.75 cfs @ 12.11 hrs,  Volume= 0.061 af
Outflow = 0.72 cfs @ 12.11 hrs,  Volume= 0.061 af,  Atten= 3%,  Lag= 0.1 min
Discarded = 0.01 cfs @ 12.11 hrs,  Volume= 0.024 af
Primary = 0.39 cfs @ 12.11 hrs,  Volume= 0.006 af
     Routed to Link 2L : Combined HYD Lot 28.01
Secondary = 0.32 cfs @ 12.11 hrs,  Volume= 0.031 af
     Routed to Link 3L : Washington Road

Routing by Stor-Ind method, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs / 3
Peak Elev= 70.31' @ 12.11 hrs   Surf.Area= 172 sf   Storage= 630 cf

Plug-Flow detention time= 324.7 min calculated for 0.061 af (100% of inflow)
Center-of-Mass det. time= 335.3 min ( 1,092.6 - 757.2 )

Volume Invert Avail.Storage Storage Description
#1 61.66' 223 cf 9.00'W x 18.00'L x 7.50'H Prismatoid

1,215 cf Overall - 539 cf Embedded = 676 cf  x 33.0% Voids
#2 62.16' 396 cf 6.00'D x 7.00'H HD Seepage Pit  x 2  Inside #1

539 cf Overall - 6.0" Wall Thickness = 396 cf
#3 69.16' 13 cf 2.50'D x 1.34'H Riser  x 2

632 cf Total Available Storage

Device Routing     Invert Outlet Devices
#1 Primary 70.20' 12.0" Horiz. Orifice    C= 0.600   Limited to weir flow at low heads   
#2 Secondary 68.33' 3.0"  Round Bypass Pipe   

L= 24.0'   CPP, square edge headwall,  Ke= 0.500   
Inlet / Outlet Invert= 68.33' / 65.50'   S= 0.1179 '/'   Cc= 0.900   
n= 0.010,  Flow Area= 0.05 sf   

#3 Discarded 61.66' 1.000 in/hr Exfiltration over Surface area   
Conductivity to Groundwater Elevation = 55.00'   

Discarded OutFlow  Max=0.01 cfs @ 12.11 hrs  HW=70.31'   (Free Discharge)
3=Exfiltration  ( Controls 0.01 cfs)

Primary OutFlow  Max=0.36 cfs @ 12.11 hrs  HW=70.31'   (Free Discharge)
1=Orifice  (Weir Controls 0.36 cfs @ 1.07 fps)

Secondary OutFlow  Max=0.32 cfs @ 12.11 hrs  HW=70.31'   (Free Discharge)
2=Bypass Pipe  (Inlet Controls 0.32 cfs @ 6.55 fps)
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Pond 2P: Proposed Drywell System

Inflow
Outflow
Discarded
Primary
Secondary

Hydrograph

Time  (hours)
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Inflow Area=0.482 ac
Peak Elev=70.31'

Storage=630 cf

0.75 cfs @ 12.11 hrs
0.72 cfs @ 12.11 hrs

0.01 cfs @ 12.11 hrs

0.39 cfs @ 12.11 hrs

0.32 cfs @ 12.11 hrs
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Summary for Link 2L: Combined HYD Lot 28.01

Inflow Area = 0.931 ac, 25.39% Impervious,  Inflow Depth = 0.08"    for  2-Year West Windsor event
Inflow = 0.39 cfs @ 12.11 hrs,  Volume= 0.006 af
Primary = 0.39 cfs @ 12.11 hrs,  Volume= 0.006 af,  Atten= 0%,  Lag= 0.0 min
     Routed to Reach 2R : Offsite Reach (Grass Swale)

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs

Link 2L: Combined HYD Lot 28.01
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Inflow Area=0.931 ac

0.39 cfs @ 12.11 hrs0.39 cfs @ 12.11 hrs



Verizon Penn's Neck
NOAA 24-hr C  2-Year West Windsor Rainfall=3.31"20-010 PROPOSED R1

Prepared by The Reynolds Group, Inc.
Page 23HydroCAD® 10.10-6a  s/n 03506  © 2020 HydroCAD Software Solutions LLC

Summary for Link 3L: Washington Road

Combined Hydrographs: Secondary outflow from proposed drywell and routed flow from Lot 28.01 (point of 
analysis).

Inflow Area = 0.931 ac, 25.39% Impervious,  Inflow Depth = 0.48"    for  2-Year West Windsor event
Inflow = 0.62 cfs @ 12.19 hrs,  Volume= 0.037 af
Primary = 0.62 cfs @ 12.19 hrs,  Volume= 0.037 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs

Link 3L: Washington Road
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Inflow Area=0.931 ac

0.62 cfs @ 12.19 hrs0.62 cfs @ 12.19 hrs
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Time span=0.00-72.00 hrs, dt=0.10 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv.

Reach routing by Stor-Ind method  -  Pond routing by Stor-Ind method

Runoff Area=10,297 sf   100.00% Impervious   Runoff Depth=4.79"Subcatchment 2Si: DA2-Impervious
   Flow Length=212'   Tc=6.0 min   CN=0/98   Runoff=1.14 cfs  0.094 af

Runoff Area=10,693 sf   0.00% Impervious   Runoff Depth=0.21"Subcatchment 2Sp: DA2-Pervious
   Flow Length=199'   Tc=10.6 min   CN=39/0   Runoff=0.01 cfs  0.004 af

Runoff Area=19,569 sf   0.00% Impervious   Runoff Depth=0.21"Subcatchment 2Spb: DA2-Pervious (Bypass)
   Flow Length=262'   Tc=11.6 min   CN=39/0   Runoff=0.02 cfs  0.008 af

Avg. Flow Depth=0.22'   Max Vel=1.11 fps   Inflow=0.79 cfs  0.023 afReach 2R: Offsite Reach (Grass Swale)
n=0.030   L=300.0'   S=0.0067 '/'   Capacity=3.84 cfs   Outflow=0.66 cfs  0.023 af

Peak Elev=70.38'  Storage=631 cf   Inflow=1.14 cfs  0.099 afPond 2P: Proposed Drywell System
   Discarded=0.01 cfs  0.025 af   Primary=0.79 cfs  0.015 af   Secondary=0.33 cfs  0.058 af   Outflow=1.13 cfs  0.099 af

   Inflow=0.79 cfs  0.023 afLink 2L: Combined HYD Lot 28.01
   Primary=0.79 cfs  0.023 af

   Inflow=0.98 cfs  0.081 afLink 3L: Washington Road
   Primary=0.98 cfs  0.081 af

Total Runoff Area = 0.931 ac   Runoff Volume = 0.106 af   Average Runoff Depth = 1.37"
74.61% Pervious = 0.695 ac     25.39% Impervious = 0.236 ac
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Summary for Subcatchment 2Si: DA2-Impervious

Existing pavement and proposed generator

Runoff = 1.14 cfs @ 12.11 hrs,  Volume= 0.094 af,  Depth= 4.79"
     Routed to Pond 2P : Proposed Drywell System

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
NOAA 24-hr C  10-Year West Windsor Rainfall=5.03"

Area (sf) CN Description
8,372 98 Paved parking, HSG A

* 1,925 98 Gen pad & sidewalks, HSG A
10,297 98 Weighted Average
10,297 98 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.6 100 0.0100 1.06 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.31"

1.0 112 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

2.6 212 Total,  Increased to minimum Tc = 6.0 min

Subcatchment 2Si: DA2-Impervious

Runoff

Hydrograph

Time  (hours)
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NOAA 24-hr C
10-Year West Windsor Rainfall=5.03"

Runoff Area=10,297 sf
Runoff Volume=0.094 af

Runoff Depth=4.79"
Flow Length=212'

Tc=6.0 min
CN=0/98

1.14 cfs @ 12.11 hrs
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Summary for Subcatchment 2Sp: DA2-Pervious

Existing pavement and proposed generator

Runoff = 0.01 cfs @ 12.63 hrs,  Volume= 0.004 af,  Depth= 0.21"
     Routed to Pond 2P : Proposed Drywell System

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
NOAA 24-hr C  10-Year West Windsor Rainfall=5.03"

Area (sf) CN Description
10,693 39 >75% Grass cover, Good, HSG A
10,693 39 100.00% Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

9.3 52 0.0150 0.09 Sheet Flow, 
Grass: Dense   n= 0.240   P2= 3.31"

0.1 12 0.0090 1.53 Shallow Concentrated Flow, 
Unpaved   Kv= 16.1 fps

0.2 23 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

1.0 112 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

10.6 199 Total

Subcatchment 2Sp: DA2-Pervious

Runoff

Hydrograph

Time  (hours)
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NOAA 24-hr C
10-Year West Windsor Rainfall=5.03"

Runoff Area=10,693 sf
Runoff Volume=0.004 af

Runoff Depth=0.21"
Flow Length=199'

Tc=10.6 min
CN=39/0

0.01 cfs @ 12.63 hrs
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Summary for Subcatchment 2Spb: DA2-Pervious (Bypass)

Existing pavement and proposed generator

Runoff = 0.02 cfs @ 12.60 hrs,  Volume= 0.008 af,  Depth= 0.21"
     Routed to Link 2L : Combined HYD Lot 28.01

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
NOAA 24-hr C  10-Year West Windsor Rainfall=5.03"

Area (sf) CN Description
19,569 39 >75% Grass cover, Good, HSG A
19,569 39 100.00% Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

9.3 52 0.0150 0.09 Sheet Flow, 
Grass: Dense   n= 0.240   P2= 3.31"

2.3 210 0.0100 1.50 Shallow Concentrated Flow, 
Grassed Waterway   Kv= 15.0 fps

11.6 262 Total

Subcatchment 2Spb: DA2-Pervious (Bypass)

Runoff

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420

F
lo

w
  (

cf
s)

0.019

0.018

0.017

0.016

0.015

0.014

0.013

0.012

0.011

0.01

0.009

0.008

0.007

0.006

0.005

0.004

0.003

0.002

0.001

0

NOAA 24-hr C
10-Year West Windsor Rainfall=5.03"

Runoff Area=19,569 sf
Runoff Volume=0.008 af

Runoff Depth=0.21"
Flow Length=262'

Tc=11.6 min
CN=39/0

0.02 cfs @ 12.60 hrs
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Summary for Reach 2R: Offsite Reach (Grass Swale)

Estimated time of travel from point of analysis on Lot 28.01 to Washington Road; routing is included to 
evaluate drainage impact on . Routing is shown to evaluate impact at County Drainage System.

Inflow Area = 0.931 ac, 25.39% Impervious,  Inflow Depth = 0.30"    for  10-Year West Windsor event
Inflow = 0.79 cfs @ 12.11 hrs,  Volume= 0.023 af
Outflow = 0.66 cfs @ 12.18 hrs,  Volume= 0.023 af,  Atten= 17%,  Lag= 4.0 min
     Routed to Link 3L : Washington Road

Routing by Stor-Ind method, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
Max. Velocity= 1.11 fps,  Min. Travel Time= 4.5 min
Avg. Velocity = 0.26 fps,  Avg. Travel Time= 19.0 min

Peak Storage= 176 cf @ 12.18 hrs
Average Depth at Peak Storage= 0.22' , Surface Width= 3.99'
Bank-Full Depth= 0.50'  Flow Area= 2.0 sf,  Capacity= 3.84 cfs

6.00'  x  0.50'  deep Parabolic Channel,  n= 0.030
Length= 300.0'   Slope= 0.0067 '/'
Inlet Invert= 69.90',  Outlet Invert= 67.90'

‡

Reach 2R: Offsite Reach (Grass Swale)

Inflow
Outflow

Hydrograph

Time  (hours)
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Inflow Area=0.931 ac
Avg. Flow Depth=0.22'

Max Vel=1.11 fps
n=0.030
L=300.0'

S=0.0067 '/'
Capacity=3.84 cfs

0.79 cfs @ 12.11 hrs

0.66 cfs @ 12.18 hrs
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Summary for Pond 2P: Proposed Drywell System

Inflow Area = 0.482 ac, 49.06% Impervious,  Inflow Depth = 2.46"    for  10-Year West Windsor event
Inflow = 1.14 cfs @ 12.11 hrs,  Volume= 0.099 af
Outflow = 1.13 cfs @ 12.11 hrs,  Volume= 0.099 af,  Atten= 1%,  Lag= 0.1 min
Discarded = 0.01 cfs @ 12.11 hrs,  Volume= 0.025 af
Primary = 0.79 cfs @ 12.11 hrs,  Volume= 0.015 af
     Routed to Link 2L : Combined HYD Lot 28.01
Secondary = 0.33 cfs @ 12.11 hrs,  Volume= 0.058 af
     Routed to Link 3L : Washington Road

Routing by Stor-Ind method, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs / 3
Peak Elev= 70.38' @ 12.11 hrs   Surf.Area= 172 sf   Storage= 631 cf

Plug-Flow detention time= 222.2 min calculated for 0.098 af (100% of inflow)
Center-of-Mass det. time= 224.0 min ( 984.4 - 760.4 )

Volume Invert Avail.Storage Storage Description
#1 61.66' 223 cf 9.00'W x 18.00'L x 7.50'H Prismatoid

1,215 cf Overall - 539 cf Embedded = 676 cf  x 33.0% Voids
#2 62.16' 396 cf 6.00'D x 7.00'H HD Seepage Pit  x 2  Inside #1

539 cf Overall - 6.0" Wall Thickness = 396 cf
#3 69.16' 13 cf 2.50'D x 1.34'H Riser  x 2

632 cf Total Available Storage

Device Routing     Invert Outlet Devices
#1 Primary 70.20' 12.0" Horiz. Orifice    C= 0.600   Limited to weir flow at low heads   
#2 Secondary 68.33' 3.0"  Round Bypass Pipe   

L= 24.0'   CPP, square edge headwall,  Ke= 0.500   
Inlet / Outlet Invert= 68.33' / 65.50'   S= 0.1179 '/'   Cc= 0.900   
n= 0.010,  Flow Area= 0.05 sf   

#3 Discarded 61.66' 1.000 in/hr Exfiltration over Surface area   
Conductivity to Groundwater Elevation = 55.00'   

Discarded OutFlow  Max=0.01 cfs @ 12.11 hrs  HW=70.37'   (Free Discharge)
3=Exfiltration  ( Controls 0.01 cfs)

Primary OutFlow  Max=0.74 cfs @ 12.11 hrs  HW=70.37'   (Free Discharge)
1=Orifice  (Weir Controls 0.74 cfs @ 1.36 fps)

Secondary OutFlow  Max=0.33 cfs @ 12.11 hrs  HW=70.37'   (Free Discharge)
2=Bypass Pipe  (Inlet Controls 0.33 cfs @ 6.67 fps)
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Pond 2P: Proposed Drywell System

Inflow
Outflow
Discarded
Primary
Secondary

Hydrograph

Time  (hours)
484644424038363432302826242220181614121086420

F
lo

w
  (

cf
s)

1

0

Inflow Area=0.482 ac
Peak Elev=70.38'

Storage=631 cf

1.14 cfs @ 12.11 hrs1.13 cfs @ 12.11 hrs

0.01 cfs @ 12.11 hrs

0.79 cfs @ 12.11 hrs

0.33 cfs @ 12.11 hrs
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Summary for Link 2L: Combined HYD Lot 28.01

Inflow Area = 0.931 ac, 25.39% Impervious,  Inflow Depth = 0.30"    for  10-Year West Windsor event
Inflow = 0.79 cfs @ 12.11 hrs,  Volume= 0.023 af
Primary = 0.79 cfs @ 12.11 hrs,  Volume= 0.023 af,  Atten= 0%,  Lag= 0.0 min
     Routed to Reach 2R : Offsite Reach (Grass Swale)

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs

Link 2L: Combined HYD Lot 28.01

Inflow
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Hydrograph

Time  (hours)
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Inflow Area=0.931 ac

0.79 cfs @ 12.11 hrs0.79 cfs @ 12.11 hrs
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Summary for Link 3L: Washington Road

Combined Hydrographs: Secondary outflow from proposed drywell and routed flow from Lot 28.01 (point of 
analysis).

Inflow Area = 0.931 ac, 25.39% Impervious,  Inflow Depth = 1.05"    for  10-Year West Windsor event
Inflow = 0.98 cfs @ 12.18 hrs,  Volume= 0.081 af
Primary = 0.98 cfs @ 12.18 hrs,  Volume= 0.081 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs

Link 3L: Washington Road

Inflow
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Inflow Area=0.931 ac

0.98 cfs @ 12.18 hrs0.98 cfs @ 12.18 hrs
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Time span=0.00-72.00 hrs, dt=0.10 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv.

Reach routing by Stor-Ind method  -  Pond routing by Stor-Ind method

Runoff Area=10,297 sf   100.00% Impervious   Runoff Depth=8.18"Subcatchment 2Si: DA2-Impervious
   Flow Length=212'   Tc=6.0 min   CN=0/98   Runoff=1.92 cfs  0.161 af

Runoff Area=10,693 sf   0.00% Impervious   Runoff Depth=1.34"Subcatchment 2Sp: DA2-Pervious
   Flow Length=199'   Tc=10.6 min   CN=39/0   Runoff=0.26 cfs  0.027 af

Runoff Area=19,569 sf   0.00% Impervious   Runoff Depth=1.34"Subcatchment 2Spb: DA2-Pervious (Bypass)
   Flow Length=262'   Tc=11.6 min   CN=39/0   Runoff=0.46 cfs  0.050 af

Avg. Flow Depth=0.36'   Max Vel=1.54 fps   Inflow=1.98 cfs  0.098 afReach 2R: Offsite Reach (Grass Swale)
n=0.030   L=300.0'   S=0.0067 '/'   Capacity=3.84 cfs   Outflow=1.87 cfs  0.098 af

Peak Elev=70.50'  Storage=632 cf   Inflow=2.06 cfs  0.189 afPond 2P: Proposed Drywell System
   Discarded=0.01 cfs  0.026 af   Primary=1.72 cfs  0.048 af   Secondary=0.34 cfs  0.114 af   Outflow=2.07 cfs  0.188 af

   Inflow=1.98 cfs  0.098 afLink 2L: Combined HYD Lot 28.01
   Primary=1.98 cfs  0.098 af

   Inflow=2.21 cfs  0.212 afLink 3L: Washington Road
   Primary=2.21 cfs  0.212 af

Total Runoff Area = 0.931 ac   Runoff Volume = 0.239 af   Average Runoff Depth = 3.07"
74.61% Pervious = 0.695 ac     25.39% Impervious = 0.236 ac
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Summary for Subcatchment 2Si: DA2-Impervious

Existing pavement and proposed generator

Runoff = 1.92 cfs @ 12.11 hrs,  Volume= 0.161 af,  Depth= 8.18"
     Routed to Pond 2P : Proposed Drywell System

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
NOAA 24-hr C  100-Year West Windsor Rainfall=8.42"

Area (sf) CN Description
8,372 98 Paved parking, HSG A

* 1,925 98 Gen pad & sidewalks, HSG A
10,297 98 Weighted Average
10,297 98 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

1.6 100 0.0100 1.06 Sheet Flow, 
Smooth surfaces   n= 0.011   P2= 3.31"

1.0 112 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

2.6 212 Total,  Increased to minimum Tc = 6.0 min

Subcatchment 2Si: DA2-Impervious

Runoff

Hydrograph

Time  (hours)
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NOAA 24-hr C
100-Year West Windsor Rainfall=8.42"

Runoff Area=10,297 sf
Runoff Volume=0.161 af

Runoff Depth=8.18"
Flow Length=212'

Tc=6.0 min
CN=0/98

1.92 cfs @ 12.11 hrs
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Summary for Subcatchment 2Sp: DA2-Pervious

Existing pavement and proposed generator

Runoff = 0.26 cfs @ 12.22 hrs,  Volume= 0.027 af,  Depth= 1.34"
     Routed to Pond 2P : Proposed Drywell System

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
NOAA 24-hr C  100-Year West Windsor Rainfall=8.42"

Area (sf) CN Description
10,693 39 >75% Grass cover, Good, HSG A
10,693 39 100.00% Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

9.3 52 0.0150 0.09 Sheet Flow, 
Grass: Dense   n= 0.240   P2= 3.31"

0.1 12 0.0090 1.53 Shallow Concentrated Flow, 
Unpaved   Kv= 16.1 fps

0.2 23 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

1.0 112 0.0090 1.93 Shallow Concentrated Flow, 
Paved   Kv= 20.3 fps

10.6 199 Total

Subcatchment 2Sp: DA2-Pervious

Runoff

Hydrograph

Time  (hours)
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NOAA 24-hr C
100-Year West Windsor Rainfall=8.42"

Runoff Area=10,693 sf
Runoff Volume=0.027 af

Runoff Depth=1.34"
Flow Length=199'

Tc=10.6 min
CN=39/0

0.26 cfs @ 12.22 hrs
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Summary for Subcatchment 2Spb: DA2-Pervious (Bypass)

Existing pavement and proposed generator

Runoff = 0.46 cfs @ 12.24 hrs,  Volume= 0.050 af,  Depth= 1.34"
     Routed to Link 2L : Combined HYD Lot 28.01

Runoff by SCS TR-20 method, UH=SCS, Split Pervious/Imperv., Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
NOAA 24-hr C  100-Year West Windsor Rainfall=8.42"

Area (sf) CN Description
19,569 39 >75% Grass cover, Good, HSG A
19,569 39 100.00% Pervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

9.3 52 0.0150 0.09 Sheet Flow, 
Grass: Dense   n= 0.240   P2= 3.31"

2.3 210 0.0100 1.50 Shallow Concentrated Flow, 
Grassed Waterway   Kv= 15.0 fps

11.6 262 Total

Subcatchment 2Spb: DA2-Pervious (Bypass)

Runoff

Hydrograph

Time  (hours)
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NOAA 24-hr C
100-Year West Windsor Rainfall=8.42"

Runoff Area=19,569 sf
Runoff Volume=0.050 af

Runoff Depth=1.34"
Flow Length=262'

Tc=11.6 min
CN=39/0

0.46 cfs @ 12.24 hrs
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Summary for Reach 2R: Offsite Reach (Grass Swale)

Estimated time of travel from point of analysis on Lot 28.01 to Washington Road; routing is included to 
evaluate drainage impact on . Routing is shown to evaluate impact at County Drainage System.

Inflow Area = 0.931 ac, 25.39% Impervious,  Inflow Depth = 1.27"    for  100-Year West Windsor event
Inflow = 1.98 cfs @ 12.14 hrs,  Volume= 0.098 af
Outflow = 1.87 cfs @ 12.19 hrs,  Volume= 0.098 af,  Atten= 5%,  Lag= 3.5 min
     Routed to Link 3L : Washington Road

Routing by Stor-Ind method, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs
Max. Velocity= 1.54 fps,  Min. Travel Time= 3.2 min
Avg. Velocity = 0.40 fps,  Avg. Travel Time= 12.4 min

Peak Storage= 364 cf @ 12.19 hrs
Average Depth at Peak Storage= 0.36' , Surface Width= 5.08'
Bank-Full Depth= 0.50'  Flow Area= 2.0 sf,  Capacity= 3.84 cfs

6.00'  x  0.50'  deep Parabolic Channel,  n= 0.030
Length= 300.0'   Slope= 0.0067 '/'
Inlet Invert= 69.90',  Outlet Invert= 67.90'

‡

Reach 2R: Offsite Reach (Grass Swale)

Inflow
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Inflow Area=0.931 ac
Avg. Flow Depth=0.36'

Max Vel=1.54 fps
n=0.030
L=300.0'

S=0.0067 '/'
Capacity=3.84 cfs

1.98 cfs @ 12.14 hrs

1.87 cfs @ 12.19 hrs
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Summary for Pond 2P: Proposed Drywell System

Inflow Area = 0.482 ac, 49.06% Impervious,  Inflow Depth = 4.69"    for  100-Year West Windsor event
Inflow = 2.06 cfs @ 12.12 hrs,  Volume= 0.189 af
Outflow = 2.07 cfs @ 12.12 hrs,  Volume= 0.188 af,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.01 cfs @ 12.12 hrs,  Volume= 0.026 af
Primary = 1.72 cfs @ 12.12 hrs,  Volume= 0.048 af
     Routed to Link 2L : Combined HYD Lot 28.01
Secondary = 0.34 cfs @ 12.12 hrs,  Volume= 0.114 af
     Routed to Link 3L : Washington Road

Routing by Stor-Ind method, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs / 3
Peak Elev= 70.50' @ 12.12 hrs   Surf.Area= 172 sf   Storage= 632 cf

Plug-Flow detention time= 129.2 min calculated for 0.188 af (100% of inflow)
Center-of-Mass det. time= 128.8 min ( 895.2 - 766.4 )

Volume Invert Avail.Storage Storage Description
#1 61.66' 223 cf 9.00'W x 18.00'L x 7.50'H Prismatoid

1,215 cf Overall - 539 cf Embedded = 676 cf  x 33.0% Voids
#2 62.16' 396 cf 6.00'D x 7.00'H HD Seepage Pit  x 2  Inside #1

539 cf Overall - 6.0" Wall Thickness = 396 cf
#3 69.16' 13 cf 2.50'D x 1.34'H Riser  x 2

632 cf Total Available Storage

Device Routing     Invert Outlet Devices
#1 Primary 70.20' 12.0" Horiz. Orifice    C= 0.600   Limited to weir flow at low heads   
#2 Secondary 68.33' 3.0"  Round Bypass Pipe   

L= 24.0'   CPP, square edge headwall,  Ke= 0.500   
Inlet / Outlet Invert= 68.33' / 65.50'   S= 0.1179 '/'   Cc= 0.900   
n= 0.010,  Flow Area= 0.05 sf   

#3 Discarded 61.66' 1.000 in/hr Exfiltration over Surface area   
Conductivity to Groundwater Elevation = 55.00'   

Discarded OutFlow  Max=0.01 cfs @ 12.12 hrs  HW=70.49'   (Free Discharge)
3=Exfiltration  ( Controls 0.01 cfs)

Primary OutFlow  Max=1.62 cfs @ 12.12 hrs  HW=70.49'   (Free Discharge)
1=Orifice  (Weir Controls 1.62 cfs @ 1.77 fps)

Secondary OutFlow  Max=0.34 cfs @ 12.12 hrs  HW=70.49'   (Free Discharge)
2=Bypass Pipe  (Inlet Controls 0.34 cfs @ 6.87 fps)
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Pond 2P: Proposed Drywell System
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Summary for Link 2L: Combined HYD Lot 28.01

Inflow Area = 0.931 ac, 25.39% Impervious,  Inflow Depth = 1.27"    for  100-Year West Windsor event
Inflow = 1.98 cfs @ 12.14 hrs,  Volume= 0.098 af
Primary = 1.98 cfs @ 12.14 hrs,  Volume= 0.098 af,  Atten= 0%,  Lag= 0.0 min
     Routed to Reach 2R : Offsite Reach (Grass Swale)

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs

Link 2L: Combined HYD Lot 28.01
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Summary for Link 3L: Washington Road

Combined Hydrographs: Secondary outflow from proposed drywell and routed flow from Lot 28.01 (point of 
analysis).

Inflow Area = 0.931 ac, 25.39% Impervious,  Inflow Depth = 2.74"    for  100-Year West Windsor event
Inflow = 2.21 cfs @ 12.19 hrs,  Volume= 0.212 af
Primary = 2.21 cfs @ 12.19 hrs,  Volume= 0.212 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-72.00 hrs, dt= 0.10 hrs

Link 3L: Washington Road
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NOAA Atlas 14, Volume 2, Version 3 
Location name: Princeton Junction, New Jersey,

USA* 
Latitude: 40.3201°, Longitude: -74.6235° 

Elevation: 66.02 ft**
* source: ESRI Maps 

** source: USGS

POINT PRECIPITATION FREQUENCY ESTIMATES

G.M. Bonnin, D. Martin, B. Lin, T. Parzybok, M.Yekta, and D. Riley

NOAA, National Weather Service, Silver Spring, Maryland

PF_tabular | PF_graphical | Maps_&_aerials

PF tabular
PDS-based point precipitation frequency estimates with 90% confidence intervals (in inches/hour)1

Duration
Average recurrence interval (years)

1 2 5 10 25 50 100 200 500 1000

5-min 4.06
(3.66‑4.49)

4.84
(4.38‑5.36)

5.74
(5.18‑6.36)

6.41
(5.78‑7.09)

7.22
(6.48‑7.99)

7.82
(6.98‑8.65)

8.42
(7.48‑9.32)

8.98
(7.92‑9.96)

9.66
(8.45‑10.8)

10.2
(8.84‑11.4)

10-min 3.23
(2.92‑3.59)

3.86
(3.50‑4.28)

4.60
(4.15‑5.09)

5.12
(4.62‑5.67)

5.76
(5.17‑6.37)

6.23
(5.56‑6.89)

6.69
(5.94‑7.40)

7.11
(6.28‑7.89)

7.64
(6.68‑8.53)

8.02
(6.96‑8.99)

15-min 2.70
(2.44‑2.99)

3.24
(2.93‑3.59)

3.88
(3.50‑4.29)

4.32
(3.90‑4.78)

4.87
(4.37‑5.38)

5.26
(4.70‑5.81)

5.64
(5.00‑6.24)

5.98
(5.28‑6.64)

6.41
(5.61‑7.15)

6.71
(5.82‑7.52)

30-min 1.85
(1.67‑2.05)

2.24
(2.03‑2.48)

2.75
(2.49‑3.05)

3.13
(2.82‑3.47)

3.60
(3.23‑3.99)

3.96
(3.54‑4.38)

4.32
(3.83‑4.78)

4.66
(4.11‑5.17)

5.10
(4.46‑5.69)

5.43
(4.72‑6.09)

60-min 1.15
(1.04‑1.28)

1.40
(1.27‑1.56)

1.77
(1.59‑1.96)

2.04
(1.84‑2.26)

2.40
(2.15‑2.65)

2.68
(2.40‑2.97)

2.97
(2.64‑3.29)

3.27
(2.88‑3.62)

3.66
(3.20‑4.08)

3.97
(3.44‑4.45)

2-hr 0.702
(0.633‑0.780)

0.855
(0.772‑0.949)

1.09
(0.978‑1.20)

1.26
(1.13‑1.40)

1.50
(1.35‑1.66)

1.70
(1.51‑1.88)

1.91
(1.68‑2.11)

2.11
(1.86‑2.35)

2.41
(2.09‑2.69)

2.64
(2.27‑2.96)

3-hr 0.515
(0.463‑0.575)

0.628
(0.565‑0.701)

0.797
(0.716‑0.890)

0.929
(0.832‑1.04)

1.12
(0.993‑1.24)

1.26
(1.12‑1.41)

1.42
(1.25‑1.59)

1.59
(1.38‑1.77)

1.82
(1.56‑2.04)

2.00
(1.70‑2.26)

6-hr 0.328
(0.294‑0.369)

0.398
(0.356‑0.447)

0.504
(0.450‑0.565)

0.591
(0.526‑0.661)

0.716
(0.631‑0.800)

0.820
(0.719‑0.915)

0.932
(0.809‑1.04)

1.05
(0.904‑1.18)

1.23
(1.04‑1.38)

1.37
(1.15‑1.55)

12-hr 0.197
(0.176‑0.225)

0.239
(0.213‑0.272)

0.305
(0.271‑0.346)

0.361
(0.319‑0.408)

0.444
(0.390‑0.500)

0.516
(0.449‑0.581)

0.595
(0.512‑0.670)

0.683
(0.579‑0.771)

0.814
(0.677‑0.923)

0.927
(0.757‑1.05)

24-hr 0.114
(0.104‑0.125)

0.138
(0.126‑0.152)

0.177
(0.161‑0.194)

0.210
(0.191‑0.230)

0.260
(0.235‑0.285)

0.303
(0.271‑0.332)

0.351
(0.311‑0.384)

0.404
(0.355‑0.443)

0.485
(0.419‑0.533)

0.555
(0.472‑0.611)

2-day 0.066
(0.060‑0.073)

0.080
(0.073‑0.088)

0.102
(0.093‑0.113)

0.121
(0.110‑0.133)

0.149
(0.134‑0.163)

0.173
(0.155‑0.189)

0.199
(0.177‑0.218)

0.227
(0.200‑0.250)

0.270
(0.234‑0.298)

0.306
(0.262‑0.339)

3-day 0.047
(0.043‑0.051)

0.056
(0.052‑0.062)

0.072
(0.066‑0.079)

0.085
(0.077‑0.093)

0.104
(0.094‑0.113)

0.119
(0.108‑0.130)

0.137
(0.122‑0.149)

0.156
(0.138‑0.170)

0.183
(0.161‑0.201)

0.207
(0.179‑0.228)

4-day 0.037
(0.034‑0.040)

0.045
(0.041‑0.049)

0.057
(0.052‑0.062)

0.067
(0.061‑0.073)

0.081
(0.074‑0.088)

0.093
(0.084‑0.101)

0.106
(0.095‑0.115)

0.120
(0.107‑0.131)

0.140
(0.124‑0.153)

0.157
(0.138‑0.172)

7-day 0.025
(0.023‑0.027)

0.030
(0.027‑0.032)

0.037
(0.034‑0.040)

0.043
(0.040‑0.047)

0.052
(0.047‑0.057)

0.059
(0.054‑0.065)

0.067
(0.061‑0.073)

0.076
(0.068‑0.082)

0.088
(0.078‑0.096)

0.098
(0.086‑0.107)

10-day 0.020
(0.018‑0.021)

0.024
(0.022‑0.026)

0.029
(0.027‑0.031)

0.033
(0.031‑0.036)

0.040
(0.036‑0.043)

0.045
(0.041‑0.048)

0.050
(0.046‑0.054)

0.056
(0.050‑0.061)

0.064
(0.057‑0.070)

0.071
(0.063‑0.077)

20-day 0.013
(0.013‑0.014)

0.016
(0.015‑0.017)

0.019
(0.018‑0.020)

0.021
(0.020‑0.023)

0.025
(0.023‑0.026)

0.027
(0.026‑0.029)

0.030
(0.028‑0.032)

0.033
(0.030‑0.035)

0.037
(0.033‑0.039)

0.040
(0.036‑0.042)

30-day 0.011
(0.010‑0.012)

0.013
(0.012‑0.014)

0.015
(0.015‑0.016)

0.017
(0.016‑0.018)

0.019
(0.018‑0.020)

0.021
(0.020‑0.022)

0.023
(0.022‑0.024)

0.025
(0.023‑0.026)

0.027
(0.025‑0.029)

0.029
(0.026‑0.031)

45-day 0.009
(0.009‑0.010)

0.011
(0.011‑0.012)

0.013
(0.012‑0.013)

0.014
(0.013‑0.015)

0.016
(0.015‑0.017)

0.017
(0.016‑0.018)

0.018
(0.017‑0.019)

0.019
(0.018‑0.021)

0.021
(0.020‑0.022)

0.022
(0.020‑0.023)

60-day 0.008
(0.008‑0.009)

0.010
(0.009‑0.010)

0.011
(0.011‑0.012)

0.012
(0.012‑0.013)

0.014
(0.013‑0.014)

0.015
(0.014‑0.015)

0.016
(0.015‑0.016)

0.017
(0.016‑0.017)

0.018
(0.017‑0.019)

0.018
(0.017‑0.019)

1 Precipitation frequency (PF) estimates in this table are based on frequency analysis of partial duration series (PDS).
Numbers in parenthesis are PF estimates at lower and upper bounds of the 90% confidence interval. The probability that precipitation frequency estimates (for a
given duration and average recurrence interval) will be greater than the upper bound (or less than the lower bound) is 5%. Estimates at upper bounds are not
checked against probable maximum precipitation (PMP) estimates and may be higher than currently valid PMP values.
Please refer to NOAA Atlas 14 document for more information.
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HydroCAD W.S.E. in the Drywell is Elev. 70.37 < Rim @ Elev. 70.50; no surcharge. See HydroCAD output data, page 29.
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Note: Pipes between lines 1 and 2 are under surcharge conditions (minor)          HGL are below C.O. cover/rim elevations.
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HydroCAD W.S.E. in the Drywell is Elev. 70.49 < Rim @ Elev. 70.50; no surcharge. See HydroCAD output data, page 38.
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Note: Pipes between lines 1 to 3 are under surcharge conditions (minor)          HGL are below C.O. cover/rim elevations.



New Jersey Stormwater Best Management Practices Manual 
Green Infrastructure BMPs, Chapter 9.2: Dry Wells 

March 2021  

PROPOSED Dry Well 

 

 

ESTIMATED  DRAIN TIME: 
Design Data: 
Volume below: 549 CF 
   8” Primary & 3” Secondary Outlets 
Basin Bottom Surface Area: 162 SF 
Design Permeability Rate: 1.0 in/hr

 
 
 Test Boring Logs B-1 & B-2 (Reference: Melick-Tully Associates report) 
   
 Permeability Class K4: Use Field Permeability rate @ 2.0 inch/hr per Township Engineer  
     Design Permeability Rate @ 1.0 inch/hr                                                              
    
100-YEAR STORM DATA: 
 Peak Volume: 632 CF 
 Peak Stage: 70.49’, discharge via primary 8” pipe with 12” overflow riser (Horz. Orifice) 
 Peak Time: 12.12 hours 
 Elapsed Time for WSE in drywell to be below the 8” outlet, Elev. 68.33; 24.35 hours 
 Drain time: 12.23 hours 
                                   

𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷 𝑇𝑇𝐷𝐷𝑇𝑇𝑇𝑇 =
Water Quality Design Storm Runoff Volume

Surface Area x Subsoil Design Permeability Rate
 

 

𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷 𝑇𝑇𝐷𝐷𝑇𝑇𝑇𝑇 =
549 cu. ft.

162 sq. ft. x 1.0 inch
hr 𝑥𝑥 1𝑓𝑓𝑓𝑓

12 𝐷𝐷𝐷𝐷𝑖𝑖ℎ𝑇𝑇𝑒𝑒

 

 
𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷 𝑇𝑇𝐷𝐷𝑇𝑇𝑇𝑇 = 40.67  hours,  infiltration 
 

𝑇𝑇𝑇𝑇𝑓𝑓𝐷𝐷𝑇𝑇 𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷𝐷 𝑇𝑇𝐷𝐷𝑇𝑇𝑇𝑇 = 52.9  hours 
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MAJOR DIVISIONS 

LETTER 
SYMBOL 

TYPICAL 
DESCRIPTIONS 

 
 
 
 

COARSE 
GRAINED 

SOILS 
 
 
 
 

More than 50% 
of material 

is LARGER than 
No. 200 Sieve 

 
GRAVEL & 
GRAVELLY 

SOILS 
 

More than 50% of  
coarse fraction 

RETAINED on No. 4 Sieve 
 

CLEAN 
GRAVELS 

 
(Little or no fines) 

 

GW Well-graded gravels, gravel-
sand mixtures, little or no  
fines. 

GP Poorly-graded gravels, gravel-
sand mixtures, little or no fines. 

GRAVELS WITH 
FINES 

 
(Appreciable amount  

of fines) 

GM Silty gravels, gravel-sand-silt 
mixtures. 
 

GC Clayey gravels, gravel-sand-
clay mixtures. 
 

 
SAND AND 

SANDY SOILS 
 

More than 50% of 
coarse fraction 

PASSING a No. 4 Sieve 

CLEAN SAND 
 

(Little or no fines) 

SW Well-graded sands, gravelly 
sands, little or no fines. 

SP Poorly-graded sands, gravelly 
sands, little or no fines. 
 

SANDS WITH 
FINES 

 
(Appreciable amount 

of fines) 

SM Silty sands, sand-silt mixtures. 
 
 

SC Clayey sands, sand-clay 
mixtures. 

 
 
 

FINE GRAINED 
SOILS 

 
 
 
 

More than 50% of 
material 

is SMALLER than 
No. 200 Sieve 

 
 
 
SILTS AND CLAYS           Liquid limit 
                                             LESS than 50 

 
ML 

Inorganic silts and very fine 
sands, rock flour, silty or clayey 
fine sands or clayey silts with 
slight plasticity. 

 
CL 

Inorganic clays of low to 
medium plasticity, gravelly 
clays, sandy clays, silty clays, 
lean clays. 

OL Organic silts and organic silty 
clays of low plasticity. 
 

 
                                           Liquid limit 
SILTS AND CLAYS             GREATER 
                                                                    than 50 

MH Inorganic silts, micaceous or 
diatomaceous fine sand or silty 
soils. 

CH Inorganic clays of high 
plasticity, fat clays. 

OH Organic clays of medium to 
high plasticity, organic silts. 

HIGHLY ORGANIC SOILS PT Peat, humus, swamp soils with 
high organic contents. 

 
NOTE:  DUAL SYMBOLS ARE USED TO INDICATE BORDERLINE SOIL CLASSIFICATIONS. 

 
GRADATION* COMPACTNESS* 

sand and/or gravel 
CONSISTENCY* 

clay and/or silt 
% Finer by Weight Relative Density Range of Shearing Strength in 

Pounds per Square Foot 

 
       Trace                       0% to 10%         Loose                        0% to 40%        Very Soft                 less than 250 
       Little                        10% to 20%         Medium Dense        40% to 70%        Soft                              250 to 500 
       Some                       20% to 35%         Dense                       70% to 90%        Medium                     500 to 1000 
       And                         35% to 50%         Very Dense              90% to 100%        Stiff                         1000 to 2000 
         Very Stiff                2000 to 4000 
          Hard               Greater than 4000 
 

*Values are from laboratory or field test data, where applicable.  When no testing was performed, values are estimated. 
 

UNIFIED SOIL CLASSIFICATION SYSTEM 
SOIL CLASSIFICATION CHART 
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Melick-Tully & Associates

a Division of GZA GeoEnvironmental, Inc.

South Bound Brook, NJ

Client:

Project:

Project No.: Plate

Verizon

Proposed Generator Pad - West Windsor, NJ

26.0092184.00 5

SYMBOL SOURCE
SAMPLE DEPTH

Material Description USCS
NO. (ft.)

SOIL DATA

PE
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GRAIN SIZE - mm.
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% Cobbles
Coarse

% Gravel

Fine Coarse Medium

% Sand

Fine Silt

% Fines

Clay

0.0 0.0 0.0 3.0 1.5 11.6 83.9

0.0 0.0 4.8 7.3 52.8 23.7 11.4

0.0 0.0 0.0 1.8 3.0 14.3 80.9

0.0 0.0 9.6 7.0 48.3 17.5 17.6
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Gradation Curve(s)

B-1 S-2 2-4 Silt, little fine to coarse Sand (MC=23.4%) ML

B-1 S-3 4-6 Fine to medium Sand, little Silt, trace fine Gravel (MC=6.4%) SP-SM

B-2 S-2 2-4 Silt, little fine to medium Sand (MC=10.8%) ML

B-2 S-3 4-6 Fine to medium Sand, little Silt, trace fine Gravel (MC=6.0%) SM
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